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CITATION NO. 05-13-17C-015
TOTAL COLIFORM MAXIMUM CONTAMINANT LEVEL VIOLATION
FOR MAY 2017

Enclosed is a Citation issued to the Fallsvale Service Company (hereinafter “Company”) public
water system.

The Company will be billed at the State Water Resources Control Board's (hereinafter “State
Board®) hourly rate for the time spent on issuing this Citation. California Health and Safety Code,
Section 116577, provides that a public water system must reimburse the State Board for actual
costs incurred by the State Board for specified enforcement actions, including but not limited to,
preparing, issuing and monitoring compliance with a citation.

The Company will receive a bill sent from the State Board in August of the next fiscal year. This
bill will contain fees for any enforcement time spent on the Company for the current fiscal year.

If you have any questions regarding this matter, please contact Amanda Chapman of my staff
at 909-383-4320 or me at 909-383-4328.

Sincerely,

Qi )iz
Eric J. ZL’lﬁigZ/:?/

District Engineer
San Bernardino District
Southern California Field Operations Branch



Citation No. 05-13-17C-015

Enclosures
Certified Mail No. 7006 2150 0004 3940 8133

cc:

Diana Almond, San Bernardino County EHS, via e-mail Diana.Almond@dph.sbcounty.gov

Joy Chakma, San Bernardino County EHS, via e-mail Joy.Chakma@dph.sbcounty.gov
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Citation No. 05-13-17C-015

STATE OF CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER

Name of Public Water System: Fallsvale Service Company

Water System No: 3610021

Attention: Joaquin Baeza, Superintendent
P.O. Box 23
Forest Falls, CA 92339

Issued: June 19, 2017

CITATION FOR NONCOMPLIANCE
TOTAL COLIFORM MAXIMUM CONTAMINANT LEVEL VIOLATION
CALIFORNIA CODE OF REGULATIONS, TITLE 22, SECTION 64426.1
MAY 2017

The California Health and Safety Code (hereinafter “CHSC"), Section 116650
authorizes the State Water Resources Control Board (hereinafter “State
Board”) to issue a citation to a public water system when the State Board
determines that the public water system has violated or is violating the
California Safe Drinking Water Act (hereinafter “California SDWA"), (CHSC,
Division 104, Part 12, Chapter 4, commencing with Section 116270), or any

regulation, standard, permit, or order issued or adopted thereunder.
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Citation No. 05-13-17C-015

The State Board, acting by and through its Division of Drinking Water
(hereinafter “Division”) and the Deputy Director for the Division, hereby issues
this citation pursuant to Section 116650 of the CHSC to the Fallsvale Service
Company (hereinafter “Company”) for violation of CHSC, Section
116555(a)(1) and California Code of Regulations (hereinafter “CCR”"), Title
22, Section 64426.1.

A copy of the applicable statutes and regulations are included in Appendix 1,

which is attached hereto and incorporated by reference.

STATEMENT OF FACTS
The Company is classified as a community water system with a population of
1,909, serving 492 connections. The Division received laboratory results for
nine bacteriological samples collected during May 2017 from the Company.
All samples were analyzed for the presence of total coliform bacteria. Four of
the nine samples analyzed were positive for total coliform bacteria. The
Division also received four bacteriological samples for Snow Creek Well,
where three of the four samples were positive for total coliform bacteria. None
of the total coliform positive samples showed the presence of Escherichia coli

(E. coli) bacteria.

The Company did not collect a complete repeat sample set within 24 hours of
being notified of the positive result on May 16, 2017. The Company collected
a repeat sample at the original location and at Snow Creek Well, but not at
the upstream and downstream locations identified in the current

bacteriological sample siting plan on file approved March 25, 2013.
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Citation No. 05-13-17C-015

DETERMINATION
CCR, Title 22, Section 64426.1, Total Coliform Maximum Contaminant Level
(MCL) states that a public water system is in violation of the total coliform MCL
if it collects fewer than 40 bacteriological samples per month and if more than

one sample collected during any month is total coliform-positive.

The Company took fewer than 40 bacteriological samples during May 2017. |
The results of four routine samples were total coliform positive. Therefore, the
Division has determined that the Company violated CCR, Title 22, Section
64426.1 during May 2017.

CCR, Title 22, Section 64424, Repeat Sampling states that for a water
supplier that normally collects more than one routine sample a month, a
repeat sample set shall be at least three samples for each total coliform-

positive sample.

The Company took one repeat sample at the original location and the well
sample for the groundwater rule within 24 hours of being notified of the
positive result. There were no upstream or downstream samples, as identified
in the Bacteriological Sample Siting Plan, collected at this time. Therefore, the
Division has determined that the Company violated CCR, Title 22, Section
64424 during May 2017.
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Citation No. 05-13-17C-015

DIRECTIVES

The Company is hereby directed to take the following actions:

. Comply with CCR, Title 22, Section 64426.1, in all future monitoring

periods.

. On or before June 16, 2017 notify all persons served by the Company

of the violation of Section 64426.1, in conformance with CCR, Title 22,
Sections 64463.4(b)&(c) and 64465. Copies of Sections 64463.4 and
64465 are included in Appendix 1. THE COMPANY ALREADY
FULFILLED THIS DIRECTIVE AND WAS DISTRIBUTED JUNE 5,
2017. A copy of the notice is included in Appendix 2.

. Complete Appendix 3: Compliance Certification Form. Submit it

together with a copy of the public notification to the Division on or
before June 16, 2017. THE COMPANY ALREADY FULFILLED THIS
DIRECTIVE AND SUBMITTED THE FORM ON JUNE 6, 2017. A copy

of the proof of notification is included in Appendix 3.

. Submit the information required by CCR, Title 22, Section 64426(b)(2)

on or before June 16, 2017. THE COMPANY ALREADY FULFILLED
THIS DIRECTIVE AND SUBMITTED A COMPLETE LEVEL 1
ASSESSMENT ON MAY 24, 2017. A copy of the level 1 assessment
is included in Appendix 4.

. Pursuant to CCR, Title 22, Section 64424(d), collect and have

analyzed for total coliform bacteria five (5) routine bacteriological

samples on or before June 30, 2017.
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Citation No, 05-13-17C-015

6. The Company shall submit an updated Bacteriological Sample Siting
Plan to the Division by July 17, 2017. A copy of the Bacteriological
Sample Siting Plan form is included in Appendix 5.

All submittals required by this Citation shall be electronically submitted to the
Division at the following address. The subject line for all electronic submittals
corresponding to this citation shall include the following information: Water

System name and number, citation number and title of the document being

submitted.

Eric J. Zahiga, P.E.
San Bernardino District Engineer

Dwpdist13@waterboards.ca.gov

The State Board reserves the right to make such modifications to this Citation
as it may deem necessary to protect public health and safety. Such
modifications may be issued as amendments to this Citation and shall be

effective upon issuance.

Nothing in this Citation relieves the Company of its obligation to meet the
requirements of the California SDWA (CHSC, Division 104, Part 12, Chapter
4, commencing with Section 116270), or any regulation, standard, permit or

order issued or adopted thereunder.

PARTIES BOUND
This Citation shall apply to and be binding upon the Company, its owners,

shareholders, officers, directors, agents, employees, contractors, successors,

and assignees.
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Citation No. 05-13-17C-015

SEVERABILITY
The directives of this Citation are severable, and the Company shall comply
with each and every provision thereof notwithstanding the effectiveness of

any provision.

FURTHER ENFORCEMENT ACTION
The California SDWA authorizes the State Board to: issue a citation or order
with assessment of administrative penalties to a public water system for
violation or continued violation of the requirements of the California SDWA or
any regulation, permit, standard, citation, or order issued or adopted
thereunder including, but not limited to, failure to correct a violation identified
in a citation or compliance order. The California SDWA also authorizes the
State Board to take action to suspend or revoke a permit that has been issued
to a public water system if the public water system has violated applicable law
or regulations or has failed to comply with an order of the State Board, and to
petition the superior court to take various enforcement measures against a
public water system that has failed to comply with an order of the State Board.
The State Board does not waive any further enforcement action by issuance

of this Citation.

a4

Eric J. Zunhiga, P.E.
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Appendices (6):

1. Applicable Statutes and Regulations

Completed Public Notification

Completed Public Notification Certification Form

Completed Positive Total Coliform Investigation Report Form

Bacteriological Sample Siting Plan Form

> o A ® N

May Bacteriological Summary and Samples

Certified Mail No. 7006 2150 0004 3940 8133
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APPENDIX 1. APPLICABLE STATUTES AND REGULATIONS FOR
CITATION NO. 05-13-17C-015

NOTE: The following language is provided for the convenience of the recipient, and cannot be relied upon
as the State of California’s representation of the law. The published codes are the only official
representation of the law. Regulations related to drinking water are in Titles 22 and 17 of the California
Code of Regulations. Statutes related to drinking water are in the Health & Safety Code, the Water Code,
and other codes.

California Health and Safety Code (CHSC):

Section 116271 states in relevant part:

(a) The State Water Resources Control Board succeeds to and is vested with all of the authority, duties, powers,

purposes, functions, responsibilities, and jurisdiction of the State Department of Public Health, its predecessors, and

its director for purposes of all of the following:
(1) The Environmental Laboratory Accreditation Act (Article 3 (commencing with Section 100825) of Chapter
4 of Part 1 of Division 101).
(2) Article 3 (commencing with Section 106875) of Chapter 4 of Part 1.
(3) Article 1 (commencing with Section 115825) of Chapter 5 of Part 10.
(4) This chapter and the Safe Drinking Water State Revolving Fund Law of 1997 (Chapter 4.5 (commencing
with Section 116760)).
(5) Article 2 (commencing with Section 116800), Article 3 (commencing with Section 116825), and Article 4
(commencing with Section 116875) of Chapter 5.
(6) Chapter 7 (commencing with Section 116975).
(7) The Safe Drinking Water, Water Quality and Supply, Flood Control, River and Coastal Protection Bond
Act of 2006 (Division 43 (commencing with Section 75001) of the Public Resources Code).
(8) The Water Recycling Law (Chapter 7 (commencing with Section 13500) of Division 7 of the Water Code).
(9) Chapter 7.3 (commencing with Section 13560) of Division 7 of the Water Code.
(10) The California Safe Drinking Water Bond Law of 1976 (Chapter 10.5 (commencing with Section 13850)
of Division 7 of the Water Code).
(11) Wholesale Regional Water System Security and Reliability Act (Division 20.5 (commencing with Section
73500) of the Water Code).
(12) Water Security, Clean Drinking Water, Coastal and Beach Protection Act of 2002 (Division 26.5
(commencing with Section 79500) of the Water Code).

(b) The State Water Resources Control Board shall maintain a drinking water program and carry out the duties,

responsibilities, and functions described in this section. Statutory reference to “department,” “state department,” or

“director” regarding a function transferred to the State Water Resources Control Board shall refer to the State Water

Resources Control Board. This section does not impair the authority of a local health officer to enforce this chapter or

a county's election not to enforce this chapter, as provided in Section 116500...

(k) (1) The State Water Resources Control Board shall appoint a deputy director who reports to the executive
director to oversee the issuance and enforcement of public water system permits and other duties as
appropriate. The deputy director shall have public health expertise.

(2) The deputy director is delegated the State Water Resources Control Board's authority to provide notice,
approve notice content, approve emergency notification plans, and take other action pursuant to Article 5
(commencing with Section 116450), to issue, renew, reissue, revise, amend, or deny any public water
system permits pursuant to Article 7 (commencing with Section 116525), to suspend or revoke any public
water system permit pursuant to Article 8 (commencing with Section 116625), and to issue citations, assess
penalties, or issue orders pursuant to Article 9 (commencing with Section 116650). Decisions and actions of
the deputy director taken pursuant to Article 5 (commencing with Section 116450) or Article 7 (commencing
with Section 116525) are deemed decisions and actions taken, but are not subject to reconsideration, by the
State Water Resources Control Board. Decisions and actions of the deputy director taken pursuant to Article
8 (commencing with Section 116625) and Article 9 (commencing with Section 116650) are deemed
decisions and actions taken by the State Water Resources Control Board, but any aggrieved person may
petition the State Water Resources Control Board for reconsideration of the decision or action. This
subdivision is not a limitation on the State Water Resources Control Board’s authority to delegate any other
powers and duties.

Section 116555 states in relevant part:

(a) Any person who owns a public water system shall ensure that the system does all of the following:
(1) Complies with primary and secondary drinking water standards.
(2) Will not be subject to backflow under normal operating conditions.
(3) Provides a reliable and adequate supply of pure, wholesome, healthful, and potable water.



Section 116650 states in relevant part:

(a) If the state board determines that a public water system is in violation of this chapter or any regulation, permit,
standard, citation, or order issued or adopted thereunder, the state board may issue a citation to the public water
system. The citation shall be served upon the public water system personally or by certified mail. Service shall be
deemed effective as of the date of personal service or the date of receipt of the certified mail. If a person to whom a
citation is directed refuses to accept delivery of the certified mail, the date of service shall be deemed to be the date
of mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or violations, including a reference to
the statutory provision, standard, order, citation, permit, or regulation alleged to have been violated.

(c) A citation may specify a date for elimination or correction of the condition constituting the violation.

(d) A citation may include the assessment of a penalty as specified in subdivision (e).

(e) The state board may assess a penalty in an amount not to exceed one thousand dollars ($1,000) per day for each
day that a violation occurred, and for each day that a violation continues to occur. A separate penalty may be
assessed for each violation and shall be in addition to any liability or penalty imposed under any other law.

California Code of Requlations, Title 22 (CCR):

Section 64421 (General Requirements) states:
(a) Each water supplier shall:
(1) Develop a routine sample siting plan as required in section 64422;
(2) Collect routine, repeat and replacement samples as required in Sections 64423, 64424, and 64425;
(3) Have all samples analyzed by laboratories approved to perform those analyses by the State Board and
report results as required in section 64423.1;
(4) Notify the State Board when there is an increase in coliform bacteria in bacteriological samples as
required in section 64426; and
(5) Comply with the Maximum Contaminant Level as required in section 64426.1.
(b) Water suppliers shall perform additional bacteriological monitoring as follows:
(1) After construction or repair of wells;
(2) After main installation or repair;
(3) After construction, repair, or maintenance of storage facilities; and
(4) After any system pressure loss to less than five psi. Samples collected shall represent the water quality
in the affected portions of the system.

Section 64422 (Routine Sample Siting Plan) states:
(a) By September 1, 1992, each water supplier shall develop and submit to the State Board a siting plan for the
routine collection of samples for total coliform analysis, subject to the following:
(1) The sample sites chosen shall be representative of water throughout the distribution system including all
pressure zones, and areas supplied by each water source and distribution reservoir.
(2) The water supplier may rotate sampling among the sample sites if the total number of sites needed to
comply with (a)(1) above exceeds the number of samples required according to Table 64423-A. The rotation
plan shall be described in the sample siting plan.
(b) If personnel other than certified operators will be performing field tests and/or collecting samples, the sample
siting plan shall include a declaration that such personnel have been trained, pursuant to §64415 (b).
(c) The supplier shall submit an updated plan to the State Board at least once every ten years and at any time the
plan no longer ensures representative monitoring of the system.

Section 64423 (Routine Sampling) states:

(a) Each water supplier shall collect routine bacteriological water samples as follows:
(1) The minimum number of samples for community water systems shall be based on the known population
served or the total number of service connections, whichever results in the greater number of samples, as
shown in Table 64423-A. A community water system using groundwater which serves 25-1000 persons may
request from the State Board a reduction in monitoring frequency. The minimum reduced frequency shall not
be less than one sample per quarter.
(2) The minimum number of samples for nontransient-noncommunity water systems shall be based on the
known population served as shown in Table 64423-A during those months when the system is operating. A
nontransient-noncommunity water system using groundwater which serves 25-1000 persons may request
from the State Board a reduction in monitoring frequency if it has not violated the requirements in this article
during the past twelve months. The minimum reduced frequency shall not be less than one sample per
quarter.
(3) The minimum number of samples for transient-noncommunity water systems using groundwater and
serving 1000 or fewer persons a month shall be one in each calendar quarter during which the system
provides water to the public.
(4) The minimum number of samples for transient-noncommunity water systems using groundwater and
serving more than 1000 persons during any month shall be based on the known population served as shown
in Table 64423-A, except that the water supplier may request from the State Board a reduction in monitoring
for any month the system serves 1000 persons or fewer. The minimum reduced frequency shall not be less
than one sample in each calendar quarter during which the system provides water to the public.
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(5) The minimum number of samples for transient-noncommunity water systems using approved surface

water shall be based on the population served as shown in Table 64423-A. A system using groundwater

under the direct influence of surface water shall begin monitoring at this frequency by the end of the sixth

month after the State Board has designated the source to be approved surface water.

(6) A public water system shall collect samples at regular time intervals throughout the month, except that a

system using groundwater which serves 4,900 persons or fewer may collect all required samples on a single

day if they are taken from different sites.
(b) In addition to the minimum sampling requirements, all water suppliers using approved surface water which do not
practice treatment in compliance with Sections 64650 through 64666, shall collect a minimum of one sample before
or at the first service connection each day during which the turbidity level of the water delivered to the system
exceeds 1 NTU. The sample shall be collected within 24 hours of the exceedance and shall be analyzed for total
coliforms. If the water supplier is unable to collect and/or analyze the sample within the 24-hour time period because
of extenuating circumstances beyond its control, the supplier shall notify the State Board within the 24-hour time
period and may request an extension. Sample results shall be included in determining compliance with the MCL for
total coliforms in Section 64426.1.
(c) If any routine, repeat, or replacement sample is total coliform-positive, then the water supplier shall collect repeat
samples in accordance with Section 64424 and comply with the reporting requirements specified in Sections 64426
and 64426.1.

Table 64423-A
Minimum Number of Routine Total Coliform Samples

Monthly Population Served Service Connections Minimum Number of Samples

25 to 1000 15 to 400 1 per month
1,001 to 2,500 401 to 890 2 per month
2,501 to 3,300 891 to 1,180 3 per month
3,301 to 4,100 1,181 to 1,460 4 per month
4,101 to 4,900 1,461 to 1,750 5 per month
4,901 to 5,800 1,751 to 2,100 6 per month
5,801 to 6,700 2,101 to 2,400 7 per month
6,701 to 7,600 2,401 t0 2,700 2 per week
7,601 to 12,900 2,701 to 4,600 3 per week
12,901 to 17,200 4,601 to 6,100 4 per week
17,201 to 21,500 6,101 to 7,700 5 per week
21,501 to 25,000 7,701 to 8,900 6 per week

25,001 to 33,000 8,901 to 11,800 8 per week

33,001 to 41,000 11,801 to 14,600 10 per week
41,001 to 50,000 14,601 to 17,900 12 per week
50,001 to 59,000 17,901 to 21,100 15 per week
59,001 to 70,000 21,101 to 25,000 18 per week
70,001 to 83,000 25,001 to 29,600 20 per week
83,001 to 96,000 29,601 to 34,300 23 per week
96,001 to 130,000 34,301 to 46,400 25 per week
130,001 to 220,000 46,401 to 78,600 30 per week
220,001 to 320,000 78,601 to 114,300 38 per week
320,001 to 450,000 114,301 to 160,700 50 per week
450,001 to 600,000 160,701 to 214,300 55 per week
600,001 to 780,000 214,301 to 278,600 60 per week
780,001 to 970,000 278,601 to 346,400 70 per week
970,001 to 1,230,000 346,401 to 439,300 75 per week
1,230,001 to 1,520,000 439,301 to 542,900 85 per week
1,520,001 to 1,850,000 542,901 to 660,700 90 per week
1,850,001 to 2,270,000 660,701 to 810,700 98 per week

2,270,001 to 3,020,000
3,020,001 to 3,960,000
3,960,001 or more

810,701 to 1,078,600
1,078,601 to 1,414,300
1,414,301 or more

105 per week
110 per week
120 per week

Section 64423.1 (Sample Analysis and Reporting of Results) states:

(a) The water supplier shall designate (label) each sample as routine, repeat, replacement, or “other” pursuant to
Section 64421(b), and have each sample analyzed for total coliforms. The supplier also shall require the laboratory to
analyze the same sample for fecal coliforms or Escherichia coli (E. coli) whenever the presence of total coliforms is
indicated. As a minimum, the analytical results shall be reported in terms of the presence or absence of total or fecal
coliforms, or E. coli in the sample, whichever is appropriate.

(b) The water supplier shall require the laboratory to notify the supplier within 24 hours, whenever the presence of
total coliforms, fecal coliforms or E. coli is demonstrated in a sample or a sample is invalidated due to interference
problems, pursuant to Section 64425(b), and shall ensure that a contact person is available to receive these
analytical results 24-hours a day. The water supplier shall also require the laboratory to immediately notify the State
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Board of any positive bacteriological results if the laboratory cannot make direct contact with the designated contact
person within 24 hours.
(c) Analytical results of all required samples collected for a system in a calendar month shall be reported to the State
Board not later than the tenth day of the following month, as follows:
(1) The water supplier shall submit a monthly summary of the bacteriological monitoring results to the State
Board.
(2) For systems serving fewer than 10,000 service connections or 33,000 persons, the water supplier shall
require the laboratory to submit copies of all required bacteriological monitoring results directly to the State
Board.
(3) For systems serving more than 10,000 service connections, or 33,000 persons, the water supplier shall
require the laboratory to submit copies of bacteriological monitoring results for all positive routine samples
and all repeat samples directly to the State Board.
(d) Laboratory reports shall be retained by the water supplier for a period of at least five years and shall be made
available to the State Board upon request.

Section 64424 (Repeat Sampling) states in relevant part:
(a) If a routine sample is total coliform-positive, the water supplier shall collect a repeat sample set as described in
paragraph (1) within 24 hours of being notified of the positive result. The repeat samples shall all be collected within
the same 24 hour time period. A single service connection system may request that the State Board allow the
collection of the repeat sample set over a four-day period.
(1) For a water supplier that normally collects more than one routine sample a month, a repeat sample set
shall be at least three samples for each total coliform-positive sample. For a water supplier that normally
collects one or fewer samples per month, a repeat sample set shall be at least four samples for each total
coliform-positive sample.
(2) If the water supplier is unable to collect the samples within the 24-hour time period specified in
subsection (a) or deliver the samples to the laboratory within 24 hours after collection because of
circumstances beyond its control, the water supplier shall notify the State Board within 24 hours. The State
Board will then determine how much time the supplier will have to collect the repeat samples.
(b) When collecting the repeat sample set, the water supplier shall collect at least one repeat sample from the
sampling tap where the original total coliform-positive sample was taken. Other repeat samples shall be collected
within five service connections upstream or downstream of the original site. At least one sample shall be from
upstream and one from downstream unless there is no upstream and/or downstream service connection.
(c) If one or more samples in the repeat sample set is total coliform-positive, the water supplier shall collect and have
analyzed an additional set of repeat samples as specified in subsections (a) and (b). The supplier shall repeat this
process until either no coliforms are detected in one complete repeat sample set or the supplier determines that the
MCL for total coliforms specified in Section 64426.1 has been exceeded and notifies the State Board.
(d) If a public water system for which fewer than five routine samples/month are collected has one or more total
coliform-positive samples, the water supplier shall collect at least five routine samples the following month. If the
supplier stops supplying water during the month after the total coliform-positive(s), at least five samples shall be
collected during the first month the system resumes operation. A water supplier may request the State Board waive
the requirement to collect at least five routine samples the following month, but a waiver will not be granted solely on
the basis that all repeat samples are total coliform-negative. To request a waiver, one of the following conditions shall
be met;
(1) The State Board conducts a site visit before the end of the next month the system provides water to the
public to determine whether additional monitoring and/or corrective action is necessary to protect public
health.
(2} The State Board determines why the sample was total coliform-positive and establishes that the system
has corrected the problem or will correct the problem before the end of the next month the system serves
water to the public. If a waiver is granted, a system shall collect at least one routine sample before the end
of the next month it serves water to the public and use it to determine compliance with Section 64426.1.

Section 64425 (Sample Invalidation) states:
(a) A water supplier may request the Department to invalidate a sample for which a total coliform-positive result has
been reported if the supplier demonstrates:
(1) All repeat sample(s) collected at the same tap as the original total coliform-positive sample also are total
coliform- positive and all repeat samples collected within five service connections of the original tap are not
total coliform-positive; or
(2) The laboratory did not follow the prescribed analytical methods pursuant to §64415(a), based on a
review of laboratory documentation by the Department. The supplier shall submit to the Department a
written request for invalidation along with the laboratory documentation, the supplier's sample collection
records and any observations noted during sample collection and delivery. The water supplier shall require
the laboratory to provide the supplier with documentation which shall include, but not be limited to;
(A) A letter from the director of the laboratory having generated the data, confirming the invalidation
request by reason of laboratory accident or error,
(B) Complete sample identification, laboratory sample log number (if used), date and time of
collection, date and time of receipt by the laboratory, date and time of analysis for the sample(s) in
question;
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(C) Complete description of the accident or error alleged to have invalidated the result(s);

(D) Copies of all analytical, operating, and quality assurance records pertaining to the incident in

question; and

(E) Any observations noted by laboratory personnel when receiving and analyzing the sample(s) in

question.
(b) Whenever any total coliform sample result indicative of the absence of total coliforms has been declared invalid by
the laboratory due to interference problems as specified at 40 Code Federal Regulations, Section 141.2100(c)(2), the
supplier shall collect a replacement sample from the same location as the original sample within 24 hours of being
notified of the interference problem, and have it analyzed for the presence of total coliforms. The supplier shall
continue to re-sample at the original site within 24 hours and have the samples analyzed until a valid result is
obtained.

Section 64426 (Significant Rise in Bacterial Count) states in relevant part:
(a) Any of the following criteria shall indicate a possible significant rise in bacterial count:
(1) A system collecting at least 40 samples per month has a total coliform-positive routine sample followed
by two total coliform-positive repeat samples in the repeat sample set;
(2) A system has a sample which is positive for fecal coliform or E. coli; or
(3) A system fails the total coliform Maximum Contaminant Level (MCL) as defined in Section 64426.1.
(b) When the coliform levels specified in subsection (a) are reached or exceeded, the water supplier shall:
(1) Contact the State Board by the end of the day on which the system is notified of the test result or the
system determines that it has exceeded the MCL, unless the notification or determination occurs after the
State Board office is closed, in which case the supplier shall notify the State Board within 24 hours; and
(2) Submit to the State Board information on the current status of physical works and operating procedures
which may have caused the elevated bacteriological findings, or any information on community illness
suspected of being waterborne. This shall include, but not be limited to:
(A) Current operating procedures that are or could potentially be related to the increase in bacterial
count;
(B) Any interruptions in the treatment process;
(C) System pressure loss to less than 5 psi;
(D) Vandalism and/or unauthorized access to facilities;
(E) Physical evidence indicating bacteriological contamination of facilities;
(F) Analytical results of any additional samples collected, including source samples;
(G) Community iliness suspected of being waterborne; and
(H) Records of the investigation and any action taken.

Section 64426.1 (Total Coliform Maximum Contaminant Level (MCL)) states in relevant part:
(b) A public water system is in violation of the total coliform MCL when any of the following occurs:
(1) For a public water system which collects at least 40 samples per month, more than 5.0 percent of the
samples collected during any month are total coliform-positive: or
(2) For a public water system which collects fewer than 40 samples per month, more than one sample
collected during any month is total coliform-positive; or
(3) Any repeat sample is fecal coliform-positive or E. coli-positive; or
(4) Any repeat sample following a fecal coliform-positive or E. coli-positive routine sample is total coliform-
positive.
(c) If a public water system is not in compliance with paragraphs (b)(1) through (4), during any month in which it
supplies water to the public, the water supplier shall notify the State Board by the end of the business day on which
this is determined, unless the determination occurs after the State Board office is closed, in which case the supplier
shall notify the State Board within 24 hours of the determination. The water supplier shall also notify the consumers
served by the water system. A Tier 2 Public Notice shall be given for violations of paragraph (b)(1) or (2), pursuant to

section 64463.4. A Tier 1 Public Notice shall be given for violations of paragraph (b)(3) or (4), pursuant to section
64463.1.

Section 64463.1 (Tier 1 Public Notice) states in relevant part:
(a) A water system shall give public notice pursuant to this section and section 64465 if any of the following occurs:
(1) Violation of the total coliform MCL when:
(A) Fecal coliform or E. coli are present in the distribution system; or
(B) When any repeat sample tests positive for coliform and the water system fails to test for fecal
coliforms or E. coli in the repeat sample;...
(b) As soon as possible within 24 hours after learning of any of the violations in subsection (a) or being notified by the
State Board that it has determined there is a potential for adverse effects on human health [pursuant to paragraph
(a)(4), (5), or (6)], the water system shall:
(1) Give public notice pursuant to this section:
(2) Initiate consultation with the State Board within the same timeframe; and
(3) Comply with any additional public notice requirements that are determined by the consultation to be
necessary to protect public health.
(c) A water system shall deliver the public notice in a manner designed to reach residential, transient, and
nontransient users of the water system and shall use, as a minimum, one of the following forms:

5



(1) Radio or television;

(2) Posting in conspicuous locations throughout the area served by the water system;

(3) Hand delivery to persons served by the water system; or

(4) Other method approved by the State Board, based on the method’s ability to inform water system users.

Section 64463.4 (Tier 2 Public Notice) states:
(a) A water system shall give public notice pursuant to this section if any of the following occurs:
(1) Any violation of the MCL, MRDL, and treatment technique requirements, except:
(A) Where a Tier 1 public notice is required under section 64463.1; or
(B) Where the State Board determines that a Tier 1 public notice is required, based on potential
health impacts and persistence of the violations;
(2) All violations of the monitoring and testing procedure requirements in sections 64421 through 64426.1,
article 3 (Primary Standards — Bacteriological Quality), for which the State Board determines that a Tier 2
rather than a Tier 3 public notice is required, based on potential health impacts and persistence of the
violations;
(3) Other violations of the monitoring and testing procedure requirements in this chapter, and chapters 15.5,
17 and 17.5, for which the State Board determines that a Tier 2 rather than a Tier 3 public notice is required,
based on potential health impacts and persistence of the violations; or
(4) Failure to comply with the terms and conditions of any variance or exemption in place.
(b) A water system shall give the notice as soon as possible within 30 days after it learns of a violation or occurrence
specified in subsection (a), except that the water system may request an extension of up to 60 days for providing the
notice. This extension would be subject to the State Board's written approval based on the violation or occurrence
having been resolved and the State Board’s determination that public health and welfare would in no way be
adversely affected. In addition, the water system shall:
(1) Maintain posted notices in place for as long as the violation or occurrence continues, but in no case less
than seven days;
(2) Repeat the notice every three months as long as the violation or occurrence continues. Subject to the
State Board’s written approval based on its determination that public health would in no way be adversely
affected, the water system may be allowed to notice less frequently but in no case less than once per year.
No allowance for reduced frequency of notice shall be given in the case of a total coliform MCL violation or
violation of a Chapter 17 treatment technique requirement; and
(3) For turbidity violations pursuant to sections 64652.5(c)(2) and 64653(c), (d) and (f), as applicable, a
water system shall consult with the State Board as soon as possible within 24 hours after the water system
learns of the violation to determine whether a Tier 1 public notice is required. If consultation does not take
place within 24 hours, the water system shall give Tier 1 public notice within 48 hours after learning of the
violation.

(c) A water system shall deliver the notice, in a manner designed to reach persons served, within the required time
period as follows:
(1) Unless otherwise directed by the State Board in writing based on its assessment of the violation or
occurrence and the potential for adverse effects on public health and welfare, community water systems
shall give public notice by,
(A) Mail or direct delivery to each customer receiving a bill including those that provide their
drinking water to others (e.g., schools or school systems, apartment building owners, or large
private employers), and other service connections to which water is delivered by the water system;
and
(B) Use of one or more of the following methods to reach persons not likely to be reached by a
mailing or direct delivery (renters, university students, nursing home patients, prison inmates, etc.):
1. Publication in a local newspaper;
2. Posting in conspicuous public places served by the water system, or on the Internet; or
3. Delivery to community organizations.
(2) Unless otherwise directed by the State Board in writing based on its assessment of the violation or
occurrence and the potential for adverse effects on public health and welfare, noncommunity water systems
shall give the public notice by:
(A) Posting in conspicuous locations throughout the area served by the water system; and
(B) Using one or more of the following methods to reach persons not likely to be reached by a
public posting:
1. Publication in a local newspaper or newsletter distributed to customers;
2. E-mail message to employees or students;
3. Posting on the Internet or intranet; or
4. Direct delivery to each customer.
Section 64465 (Public Notice Content and Format) states in relevant part:
(a) Each public notice given pursuant to this article, except Tier 3 public notices for variances and exemptions
pursuant to subsection (b), shall contain the following:
(1) A description of the violation or occurrence, including the contaminant(s) of concern, and (as applicable)
the contaminant level(s);
(2) The date(s) of the violation or occurrence;



(3) Any potential adverse health effects from the violation or occurrence, including the appropriate standard
health effects language from appendices 64465-A through G;

(4) The population at risk, including subpopulations particularly vulnerable if exposed to the contaminant in
drinking water;

(5) Whether alternative water supplies should be used;

(6) What actions consumers should take, including when they should seek medical help, if known;

(7) What the water system is doing to correct the violation or occurrence;

(8) When the water system expects to return to compliance or resolve the occurrence;

(9) The name, business address, and phone number of the water system owner, operator, or designee of
the water system as a source of additional information concerning the public notice;

(10) A statement to encourage the public notice recipient to distribute the public notice to other persons
served, using the following standard language: —Please share this information with all the other people who
drink this water, especially those who may not have received this public notice directly (for example, people
in apartments, nursing homes, schools, and businesses). You can do this by posting this public notice in a
public place or distributing copies by hand or mail; and

(11) For a water system with a monitoring and testing procedure violation, this language shall be included:
“We are required to monitor your drinking water for specific contaminants on a regular basis. Results of
regular monitoring are an indicator of whether or not your drinking water meets health standards. During
[compliance period dates], we ['did not monitor or test' or ‘did not complete all monitoring or testing’] for
[contaminant(s)], and therefore, cannot be sure of the quality of your drinking water during that time.” ...

(c) A public water system providing notice pursuant to this article shall comply with the following multilingual-related
requirements:

(2) For a Tier 2 or Tier 3 public notice:
(A) The notice shall contain information in Spanish regarding the importance of the notice, or
contain a telephone number or address where Spanish-speaking residents may contact the public
water system to obtain a translated copy of the notice or assistance in Spanish; and
(B) When a non-English speaking group other than Spanish-speaking exceeds 1,000 residents or
10 percent of the residents served by the public water system, the notice shall include:
1. Information in the appropriate language(s) regarding the importance of the notice; or
2. A telephone number or address where such residents may contact the public water
system to obtain a translated copy of the notice or assistance in the appropriate language;
and
(3) For a public water system subject to the Dymally-Alatorre Bilingual Services Act, Chapter 17.5, Division
7, of the Government Code (commencing with section 7290), meeting the requirements of this Article may
not ensure compliance with the Dymally-Alatorre Bilingual Services Act.

(d) Each public notice given pursuant to this article shall:

(1) Be displayed such that it catches people’s attention when printed or posted and be formatted in such a
way that the message in the public notice can be understood at the eighth-grade level;

(2) Not contain technical language beyond an eighth-grade level or print smaller than 12 point; and

(3) Not contain language that minimizes or contradicts the information being given in the public notice.

Appendix 64465-A. Health Effects Language - Microbiological Contaminants.

Contaminant

Health Effects Language

Total Coliform

Coliforms are bacteria that are naturally present in the environment and are used as an
indicator that other, potentially-harmful, bacteria may be present. Coliforms were found in
more samples than allowed and this was a warning of potential problems.

Fecal Fecal coliforms and E. coli are bacteria whose presence indicates that the water may be

coliform/E. contaminated with human or animal wastes. Microbes in these wastes can cause short-

coli term effects, such as diarrhea, cramps, nausea, headaches, or other symptoms. They
may pose a special health risk for infants, young children, some of the elderly, and
people with severely compromised immune systems.

Turbidity Turbidity has no health effects. However, high levels of turbidity can interfere with

disinfection and provide a medium for microbial growth. Turbidity may indicate the
presence of disease-causing organisms. These organisms include bacteria, viruses, and

parasites that can cause symptoms such as nausea, cramps, diarrhea, and associated
headaches.




Section 64469 (Reporting Requirements) states in relevant part:

(d) Within 10 days of giving initial or repeat public notice pursuant to Article 18 of this Chapter, except for notice
given under section 64463.7(d), each water system shall submit a certification to the State Board that it has done
so, along with a representative copy of each type of public notice given.

Section 64481 (Content of the Consumer Confidence Report) states in relevant part:
(9) For the year covered by the report, the Consumer Confidence Report shall note any violations of paragraphs (1)
through (7) and give related information, including any potential adverse health effects, and the steps the system has
taken to correct the violation.

(1) Monitoring and reporting of compliance data.
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IMPORTANT INFORMATION ABOUT YOUR DRINKING WATER
Este informe contiene informacién muy importante sobre su agua potable.
Traduzecalo o hable con aiguien que lo entienda bien.

Fallsvale Service Co. Had Levels of Coliform Bacteria

Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is not an
emergency, as our customers, you have a right to know what you should do, what
happened, and what we did to correct this situation.

We routinely monitor for drinking water contaminants. We took four samples to test for
the presence of coliform bacteria during the month of May, 2017. Two of those samples
showed the presence of total coliform bacteria. The standard is that no more than one
sample per month may do so.

What should [ do?

You do not need to boil your water or take other corrective actions.

This is not an emergency. If it had been, you would have been notified
immediately. Total coliform bacteria are generally not harmful themselves.
Coliforms are bacteria which are naturally present in the environment and are
used as an indicator that other, potentially-harmful, bacteria may be present.
Coliforms were found in mare samples than allowed and this was a waming of
potential problems.

Usually, coliforms are a sign that there could be a problem with the system’s
treatment or distribution system (pipes). Whenever we detect coliform bacteria in
any sample, we do follow-up testing o see if other bacteria of greater concern,
such as fecal coliform or E. coli, are present. We did not find any of these
bacteria in our subsequent testing, and further testing shows that this
problem has been resolved.

People with severely compromised immune systems, infants, and some elderly
may be at increased risk. These people should seek advice about drinking water
from their health care providers. General guidelines on ways to lessen the risk of
infection by microbes are available from U.S. EPA’s Safe Drinking Water Hotline
at 1(800) 426-4791.

If you have other health issues concerning the consumption of this water, you
may wish to consult your doctor.



What happened? What was done?

«The well and/or distribution system has been disinfected and additional samples do not
show presence of coliform bacteria. Clinical Lab of San Bernardino has confirmed that
all current water samples were absent.

For more information, please contact Joaquin Baeza at 909-370-8027.

Please share this information with all the other people who drink this water, especially
those who may not have received this notice directly (for example, people in
apartments, nursing homes, schools, and businesses). You can do this by posting this
public notice in a public place or distributing copies by hand or mail,

Secondary Notification Requirements

Upon receipt of notification from a person operating a public water system, the following
notification must be given within 10 days [Health and Safety Code Section 116450(q)}:

e SCHOOLS: Must notify school employees, students, and parents (if the students
are minors).

e RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facilities): Must notify tenants.

 BUSINESS PROPERTY OWNERS, MANAGERS, and OR OPERATORS: Must
notify employees of businesses located on the property.

This notice is being sent to you by Fallsvale Service Co.

State Water System ID#:361-0021. Date distributed: June 9™, 2017.
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Drinking Water Notification to Consumers
PROOF OF NOTIFICATION
Name of Water System: FAUDIUKVE SERVILE 0.

Please explain what caused the problem if you have determined what it was and what

steps you have taken to correct it._an) ARDIE GROVND SEPERATED LINE.  ALTON
TogeN! ZE(HMNMEST  uoyTH  ZESTZAINT  ATTACUMENT. AN RUST IN

SO CREEK Tank. ACTION' FLLUSM AND DSINFET  TaNK.

Consumers Notified N Yes No

If not, Explain:

NETIFILATION Wi DRTED JuME G, 2017
Date of Notification: _JOMNE $¥0, 207  DISTRORBVTED JuME S+ 200

On the date of notification set forth above, | served the above referenced document(s)
on the consumers by:

N Sending a copy through the U.S. Mail, first class, postage prepaid, addressed
to each of the resident(s) at the place where the property is situated, pursuant
to the California Civil Code. Attach copy of Notice. :

Newspaper (if the problem has been corrected). Attach a copy of Notice.

Personally hand-delivering a copy to each of the consumers. Attach a copy of
Notice.

A Posted on a pubiic bulletin board, that will be seen by each of the consumers
(for small, non-community water systems with prior Division approval). Attach
copy of Notice.

| hereby declare the forgoing to be true and correct under penalty of perjury.

Dated:_JUME (g, 2017 @/‘b Y —

Signature of Persor Serving Notice

“*Notice: Complete this Proof of Notification and return it along with a copy of the
notification to the Division within 10 days of receipt of giving public notice.

Disclosure: Be advised that the California Health and Safety Code states that any person who knowingly makes a false statement
on any report or doecument submitted for the purpose of compliance with the attached order may be liable for a civil penalty not to
exceed five thousand dollars ($5,000) for each separate violation for each day that violation continues. In addition, the violators may
be prosecuted in criminal court and upon conviction, be punished by fine of not more than twenty-five thousand dollars {$25,000) for
each day of violation, or be imprisoned in county jail not to exceed one year or by both the fine and imprisonment.



Appendix 4



" 910z AV HILVM ONIMNIMA 40 NOISIAIQ — 80HMS

¢ 018 'seydjey siojealpul

YN od an Qo =
[oAS] Jojem ‘sloop S$8809E SE YoNns sue) ay) ul sBuiuado pajessun Aue aiay) 8iy ‘¢
Y/ <SZh 2h S S2h £ PBUS210s >UE] B8 UO MOLSAO 8U1 S| €
/N <N S3h | <2h <Ih Mue) sy Bupsius
R WoJ) 11p pue Isnp JUsAaid 0} pauIn}-UMOp pausslos YUEB) Yoes JO SJUSA |8 aly 'Z
N/~ S7h SSan <Zn NE ¢ SS800E pazioLjneun Jusaeid 0] payodo0| YUE) Yoea §| ' |
A 239719 [RAQAT) [ 0A PRINOG
(oweu) {oweu) | (sweu) aweu)
SLNIWNOD MNVYL NV L MNVYL MNV.L JOVHOLS
) LoECAY
YIN ¥IN /N LT[R/ Cr < uoljeso] siy} Je }88] D1 ISe| 8Uj JO JNse. pue ajep ay) spiAcid |
YN 4_\,7._ v/l LN/ IND I.zo:\ sy £188) (D) Wioy|oo [ejo] Jejem MEL B 8%E) NoA op USYC MOH |
N V{iN Yied SIn <Zh £ $5800€ pazuoyjneun jusaeid 0) paindes peal|||am au] s| '
S NN Yid o QN (siuewwos Ul SUDHIDBULIDD ||B 8qlosap) (,SU0108UU0D
) $5040 8q pnoo 1ey) Buid|d Jeyem mes au) 0} suoosuuoD Aue aley) aly B
(}f.h N /N ool (43} ¢PEsy|||om 8y} Jeau Jajem BuIpUe)s JO 8JUBpIAS alau) S| '}
/N YN M.\Z Qd 43 ¢ Peay ||8M SpJemo} edojs aoe.ns punolb ay) seoq] @
/N /N N Qn ¢pablawqgns peayjem sy woJ} Buidid Aue s| o 3id uj pajedo| peay [em S| P
YN Y/N <N < 2h <3h JyBilieiem |eas peay|jem s| 0
NN <N YN <qh <dh ZpauaaJos ed|d jusA peayjem s 'q
<N N Y/N <IN <3h ¢uonoajuisip Jo jujod woJy weansdn dej sjdwes Jalem mel S| B
YN ViNd NN N . P 1odaJ pue sjosiap |eaisAuyd 1o peay [em yoes joadsu| *|
{pepsau /i YN UMmmU:ﬁ;ﬂ" WJ\T@Q
) sebed jsuopippe LoeyE) ?EW__.; {eweu) feweu) (owen) 2 JONNOS
BLAEmsNeD T13M T1am TIEam TIam
STIV.L30 NOLLYDILSIANI S
HNOY 20 NYHRL €83 "LIdZ oA :Jebbli | snbiuyos | Juswiesi | WIoH0D o (S)YIUoW
- vz - :pejajdwion uopeBbjsaAl] ejeqg
ONICAYNZ 3¢ 1¢w A0 A NZOJTT AFANT) sasf|euy |e0[Boj0jqoIOIN Jo} Al0jeiogeT] panien
QAN A TINANE JBUMO WesAg
INds Y23AVR L YNMWYQL oYY[e)
hSSTh U7 TPy 1C3a0d uely yusJailp J| sejdwes D1 pajos||od jey) Losiad
0638 bl -pdn | 0aSE 2L ) WEVIYA 1mSib] 319304 Mg (Dy”0) 8biey3 sjqisuodsey uf Jojeiedo
JequinN "o0"C) 130A L WalsAg [Z49-19 "H3aNNN AISMd
auoydsjs| lews] B ss8Jppy WelsAg aweN ) IMOATS 2OV sweN Ajjug

NOILYINYOZNI SALLVYLSININGY

‘ajep JabBB614) ey) Je)je sAep gg uey)

leye] ou Aousbe Aiojeinbei e20] 4NOA 0} pauinjas pue pejaiduwiod ag 3snw Jodal JUBLSSISSE UR ‘UO|JRIOIA B PIOAR O]

SHIBOC 1010 "wialshs Jejem auy) 0) anbiun suopUOD JUN0SDE OU| 8) e} O} palypow aq Aew pue [91.0Z ‘I 1Ay aAoaya] (MO 1) SNy WUOH|0D
@_ ﬁm 91 \5, [eloL pesiaal [eiepsy 8y} Ag pasinbai uofebiiseaul ay) Bugeidwos Ul sweisAs Jajem oignd ISISSe 0] pepusiul S| WIO) Siy|

juswijeal] ON pue)jue] ainssald/obelo)g pue ||9pA € ylim swaysAg ajdwig
LNINSSIASSY | T3ATT - (¥OLY) 31Ny WHOLITOD TVLOL A3sSIATY




9102 AVIN

HALVM ONDINIEA O NOISIAIQ — g80HMS

A 07— ‘s|lejep
apiaosd ‘sah § ("019 ‘suojsus)xe ulewl ‘syea.iq uiew ‘Buiysn)i jueipAy ‘sdey
90IAI9S) ¢)o8aM JSB| 8L UIYJIM UO Pa)JOM USeq We)sAs uonguisip a8yl seH '
- N £ BUIpUl} 9AlNISOd WI0H[0D 8]0} 8y} buiousladxe
0} Joid isd ¢ uew) ss8| 0} doup wajsAs uopngllsip ay) Ul ainssald pig "z
< <G Jwe)sAs uopngLs|p 8y Ul Builjejulew aJe noA ainssalid WwntuiuilwW a4 sl 1BUM |
SIASNOdSId WALSAS W3 LSAS NOILN8IdLsId
/N YN A/ VN ¢ Pejoadsul SEm ] SLUJ) }SE] 3U) Sem UsUm '0s J| j1iod
uopaadsu| Ue niy} payoedsul Ajjensia 8q ue} sanssald sy Jo apisul ayj ue) gl
/] N YN N JSpiemumop
Buioe} pue psusalos yue) ainsseld au) Lo (2UO SI 881 JI) JUBA 11|94 JIE 8} S| '6
NN VN YN YN ipeuioyed yiomusdes AUE aiay) SEAN 8
NN N/ =N Vi £S9]0U Sey Jo ‘Bues| ‘Ajsni ‘pebeuiep (s)uej agl s| -/
v N/ VN VN ¢pabBbo| Jejem YUE} 8L PUE U80Iq Jeppe[q YUej au} S| 9
N Y/ Y /N ¢[EWJou UBL) usjjo elow Bujuunt diund Josseiduwiod ay] 8| G
v/ Y/N YN /N ¢ainssaid Buneiedo [EWIOU WOJ} BjejAsp (8)3ue) ainssaid au) pIa v
/N Y/N N/ v/N ¢8dfy Jossaidwioo Jie o adA) Jeppeiq yue) ainssald sy} 5| ¢
wWlichs NI Y/N NN viN YN Zyue) einssaid elj) Jo ebe ey} Sl 1BUM Z
SANNL /oS /N v/ N SYue) ainsseid ay) JO 8WN[OA 8y} SITBUM ' |
3z70S3Ada N [ /N N XN
(oweu) {eweu) | (eweu) | {oweu)
SLNIWNOD MNVY.L ANV L MNVL MNVL MNVL FHNSS3dd
Jpaluswnaop pue
m)_on,. g <ah S3h A poyoBYD alam 9-1# Wa)l Sjep snojaaid By SEM JBUM ‘+0F 40 +0 ] SU) 0 JOlid ||
Al [} &y (&) [a3] N EIEENERD
0N Adh | TASH 2 AT £ sUO[[eb ul 3ue] abe.o)s ay) JO SWnN|OA B4} mwumcg 6
- ; 2 ¢ Aepo) yue) abelols
i AT | vaat VRS et 57T ay) Bunixe Jejem auj} 1o (884y/|B10)) [BNpISS) SULIO|YD PRINSESLW 8y} S| JEUAA '8
2N AN | S| <an|  @an ¢sauj| jano
DGR | UG FLvzEaad  pue 19|ul ajesedes alay 8ie JO WSAS UOINGIISIP U3 Uo JBOj, YUE) 8y} seoq “/
IO S 2h <3n | <Zh <an ZUDISNJIUI JOO1 SB |oNs
‘sjo8jep Asejiues Aue Alusp| 0) pejoadsu) usaq yue) au JO Jolajul 8] SBH ‘g
Eals V7N Yo b7\ 4 "8)Is ay) woy
Aeme Jajem adepns 108.1p o) suoisjaold alay) ale ‘paling Ajjeiied Jo paung i| ‘e
27 andy | N | 2n0av | INIRN {paling Jo punoJb eAoge yuej auj §| ‘9
ey < 3h <3h SIh SZh ¢SYea| AU O 8aJ) pUE pajeas YUE] 8} JO J8A0D/J00] 8L} 8] 'G
TEVINONS | Adrid | dQXT [ 007
{aweu) (eweu) | (aweu) | (eweu)
SIN3IWNOD MNVL ANV L MNYL MNVL H49VH0LS
G jo g obed

juswieal] ON pue yue| ainssaid pue [|opA & YIm swiayshs ajdwis
INMO4 LNIIWSSISSY | TIATT - (MOLY) ITNY WHOLIM0D TVLOL a3SIATY



9102 AVIN HILVM DONDINIFEA 4O NOISIAIQ — 808MS

&(Auuns "Apuim
Zq/..?nw NS T)—law ho s ‘Autel) gidwes aapisod sy Jo sl SY3 1B SUOHIPLOD JaLjesm aLj) 8.8M JBUM L |
¢awp Buipjoy sjqemojie
i Sk ij s3h 8y} ujyIm pue Je|009 B U] Alojeloqe| euj} o) pesaaljap sejduwes auy) slap ‘0L
v/d <3h TN <Ih Jaus jeadal 1o suljnol e se
(dssg) ued Bupis sjdwes |eaibojousioeq ayy uo pejeubisep dey ejidwes S|} S 6
/ot E A <[ QI (010 ‘poWE(} JUEISSILISID ()M PSAGEMS JOJEM
121N iz AHNN A ueJ) uoios||co ojdwes Joy uopeledssd ul pejesl) sem de) sy} moy 8quosaq ‘g
N SIn Jicd SZh £ u0N28|[00 a|dLwes o) sjuslpadul]
Jayjo Jo uopeyaban aaissaoxe Jo esl dey ejdwes ey} punole esle sy} §| /L
VN <A 7/ San (swaeysAs uonebuul Aeids 1o sjueu|wejuod Jeyjo “sbuiddop
|ewiue Jo aa4)) Aip pue ues|o dej gjdwes au] punole eale pue de) sjdwes ay) s| 9
/N <Ih Jict L3k SUse|ds 9A|S880X%8 JNOLIM paAs|yoe
a0 ues moj} Jeulwe| poob e aiaym juiod ay) o} pajsnipe aq dej s|dules su) uen ‘G
YN <Idh /ol <3 2Bunjoed Jo ws)s syj punoJe s)Es)| Jo 98J) ‘ucypuod poob ul dej sjdwes ayj s| "¢
vin U3 2AHL N/N N S(syjuis) Jojeiee Jo (uis uayoyp|) wie Bums e aaey ‘papealy) dej sjdwes ai s| ‘¢
it FINGEIE ! N FANTTING £8Insojous
ue Ag pajosjoud 3l §| JO UOIED0] J01BIXS UB Ul pejeoo| dey sidwes sy s| g
N/ 42 L/E) ay) (sayouy) ;epeib sAcqe de; sjdwes auy) Jo Jubley ayy SIIEUM |
N SEG NZh NN IO SRE (GO
(Ayoads) el 9IS +03 10 +01
9|dweg jeeday v weaqsumog weaysdn 8lig aujnoy (sBuipuy +23 40 +91 liE 40} 8j18|dwo)) NOILYNTVAS 3LIS I1dNYS
LI07 I rqg) B - N%w AQ 22 S ¢,5U0NJ0BULI0S-SS0I0
hIACS NouwTaNai0) SRIAD Amuspl o} suop walsAs ay) Jo AaAins [eoisAyd JSe| aU) SEM B1EP JBUM LQ Z|
<3n /Spiemis)je pejse)al pue ssed Jou pip Aey) §| peoe|dsal/paliedal pue Ajlenuue
‘ paisa) Usaqg wajsAs uojngiasip ey} Ul $80iAsp uofjuaaald MOMoeg || 8ABH | L
LLEO0-1EL-pdb - OWHINE 7'V ¢I0jeu|pIoo]
LWelBold [04U0s) UoHISULDD-§S0.0) JNOA 10 Jaquinu sucyd pue sweu s| Jeyp ‘0.
S 1) ¢ welboid |0J]U0D UOJ98ULIOD SS0J0 SAJJOE UB 8ABY NoA 0 6
< I . M8IAB1 1IN0 10} epiacid ued nok ainpadold Buiysn|y uenlm e sy} S| ‘g
LT-Gi-< £PBYSN|} JSE| WB)SAS UOINGLISIP B} SEM 8)ep Jeum UQ "L
YN JpaJdiedal Jl Sem uaym "yeaj aujjulewl B sem aisy) §| '9
TAXT AN N o - ﬁNS Zyes| suljuiew e aAey noA pip
Jo noA 0Q ¢,S¥es| auljuieL Jo} ¥o8YD 0} Wa)sAs uonngulsip JnoA 1oedsul noA pig °g
- 2 Qe £ HB)S ealeua)uUleLl JNOA 1O |0JjU0D Jo3lip
au Japun jou walsAs uopngUIsIp INoA JBau suoljeAeoxa Jo subis Aue alay} aiy b
SISNOdSIH WILSAS W3LSAS NOILLNBIK.LSIA
G jo ¢ abed

juswijeal] ON pue juej ainssaid pue [|apn B Ylim swelsAg ajdwig
IW¥Od LNJWSSIASSY | T3ATT — (MOLYH) 31Ny WHOLIT0D TV.LOL A3SIATY



9L0Z AVIN HILVM ONDINIREIA 40 NOISIAIQ — g0UMS
202N AL o1 AN W (Dry

Ll-<2 -0 1S90 AR L L 234SNT PRSIy Myl SOUNTS NL A 0AZR0S -
L]-qg -0) SRS il 30 oo QL0 Qv 4 O N Za3ve .
AT Adid DIV i LNXeA AL INguSaZl are hEd hnvay .

YIS M 3N T ST 276007 SR v a0 LT ONTUNIESSS -

Zoatdg ZAE PN D ¥ Wl ot 270 s Q33 W20 2al N

9jeq pasodoid/uoie|dwion UOIIOY 8AI}08.I00D # Aousiola(

(MNVTg FAVIT LON OQ) "Pa10aLIod aq ||IM }] Jey} sjep ey} sjedjpu| ‘Aoue|d|yep e 1084100 0} pepesu
S1 8LU} [BUOIIPPE J| ZS3IOUSIOLIP PIUOHUILI SAOGE SY} 091100 0} Uaxe) NoA eAey SUOHOE JBYM :SNOILOV JAILOIUNOD

TVAINEG
[ 2000 30F ETNIN TN STOLNE ZF1dY WY 30038 rac wWNULTAT 30 93] hiindadn
¥ 3 L FRANS v 200 pozd GEad GNOOZO Y o ST LU ggagTEs T ap. Q3Aaing
SEZRAIA ON QWA FHL W QEVAY OTR QR 1 Q2AWFT 223 QN - 21w (N A XL
al O adSW) 23dW0) GEEWR ¥V I¥ GIRFS GWN VT TS QR ZIVRV YD [ JNT 72400 Y

— |oi [0 (& |8

uonduoasaq Aousioyeq # fousioleg

OINVTg FAVTT LON 0Q) ¢wieyshs uopnquisip anok ujyym (s)sjdues uLioyijod [ej0} aAlIsod o) pasnes aAey
0] @A8ljeq NOA op seloualdlap Jeym ‘uojjewioju] ajqe|reAe Jayjo Aue pue juswissasse Inok Jo s)nsal ay) uo paseg ANVYINWNNS

- QN ¢Nois Bujeq
SJaWo)Isno Jnoge sjuie|dwoo peAieoal NOA JI ssau||l JO SWOoALLAS aU) 8JeM JBUM ‘L
N JAueul
moH ¢ auloqieiem Bujaq jo pajoadsns ssau||l siawiosno Aue Jo sjueidwoo
Aue aa@0a1 oA pip ‘swejgoud Ayenb (esiBojoleioeg Jeye Loos Jo Bulng ‘9

4N ¢ 8bEeI0}S pejeAs|a 10 Jamod dnyoeq ABY La)sAs au) seod S
AN £LP2198(j00 alam sajdwes +03 10 +9 ] UdIUm LIOIL ESIE SOIAISS
8y3 ul papodas aunssald mo| Jo ‘sebeino Jejem ‘syeaiq Uiew Aue aJjay) slspn b
QN ¢sBuipuy + 93 10 +9 | 8y 0} Joud shep og

ay} Buunp saljijio.} WajsAs Jejem pajoaye jey sebejno Jemod Aue alay) 8I8ypA 'S
=14 LPemojjo} )l Sem pue ainpadold Buljdwies UsnLUMm B BABL LUS)sAs Jajem ay) seoq ¢

N 1-0l-4| ‘<3h ‘Buiuresy 1se| Jo ayep ejenipul aseald 'sah j| jsenbjuyoe; Buiydues
Jedoud uo Bujuiely peajeos. se|dwes e pejoe||0d oym (s)iedwes ay) seH ‘|
asuodsay 'SNOILY¥3dO TViINID
G jo ¢ abed

jusuwijesl] ON pue jue] 8iInssaid pue [|apA e Yyim swajsAg sjdwig
IWMOL LNJNSSISSY | T3ATT - (MOLY) 31NN WHOLITOD TVLOL a3SIATY



91L02 AV HILVM DNIMNIHA 40 NOISIAIQ — 908MS _

"SUOIOBUU0D $S0JO Pajostoldun [[e Jo UoHBDO| 8U) SalUSP] Jey) pauiopad ASAINS LUOKOBUUIOD SS0I0 JSB| 8L} JO AdoD e
‘abieyn o|qisucdsay Ul JojeradO au) JO JagquinU S1eo|ILeD PUB [BAS] UCHEDIINSD ‘aleN e
‘Aousbe Aioje|nBal |eoo| ay) Aq uoioadsul jse| 8y} aouls apew uasq aAey sebuels pue pejesl
Kj10241p S| UOIIEUILRIUOD 8] JEL} MOYS pInom Aay} 4 peniwgns ag Aew we)jsAs ay) Ul syue) abelo)s pue ‘'syue) ainssedd ‘eoinos ey jo sydelbojoyd Joosy e
"AJij10B) JUBLLIES) JOJEMBISEM 8L} SE UONS SUDIIO8UU0D SNopJezey ||e Jo uojeoo| auy Buipnioul waysAs uopnglisip
au} Jo 1noAe| [eseuab pue seyis Bulidwes [eojfojoigo.oru ‘syue) 8beio)s ‘SUCHEBO0| UCHBULIOIUD pUE Juaw)esd) ||B ‘seainos |8 Buimoys weisAs Jo uoieyg e
:uoljewIoju) jeuopppe Buimoljo) ay; Jo [epiwgns adinbaa Aew AsusbBe Alojeinbal |B20O] aY) ‘W04 JUBWISSASSY | [9AST Y] JO MmaAal uodfn

[_\"H7 -C 3ivd A 0 3IQN ZLRAAFAOT I KGR TRICRE I.\NW =7 )\Jm w_\ 'IWVN

1924409
pue anJj s| Bujoba.o} ayj jey) ejuioyijen jo ajelg ayj Jo sme| ayj sapun Ainfiad jo Ayeuad sapun Ayes | NOILLYIILILYEID

G jo g abed
jusuwijeal] ON pue jue] ainssaid pue [[9M e Ylim swalsAg ajdwis

N¥O4 LNIWSSISSY | TIATT - (MOLY) 3TN WHOLITOD TvLOL AISIAIY




Before







Deficiency Description:

Snow Creek well was tested below the Snow Creek tank for coli-
form. When it came back TC- positive the well was tested above
the tank site and came back absent. This method allowed us to
determine that the presence of coli-form was entering at the
tank. Upon further tank inspection, rust accumulation had
broken off inside the tank and had entered the distribution
system. These rust particles were the cause of the presence of
total coli-form.

Corrective actions:

Chlorinating the entire system and flushing the Snow Creek
tank. Follow up samples on all bacteria sites were absent.
Superior Tank Solutions was contacted to remedy the problem
in Snow Creek tank. Interior cleaning and coating repairs will be
conducted inside the tank in October of 2017.
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% Eomunp G. Brown Jr.
GOVERNOR

QN oy roonaes
Water Boards o/

ENVIRONMENTAL PROTECTION

State Water Resources Control Board
Division of Drinking Water

San Bernardino District Office, 464 W. 4th Street, Suite 437, San Bernardino, CA 92401, (909) 383-4328

TOTAL COLIFORM AND GROUNDWATER RULE MONITORING PLAN

A. System Information:

Name of System: System Number:
Street Address: Phone Number:
Consecutive, Wholesaler or Neither: Fax Number:

Provide Continuous 4-log treatment of Viruses [_] YES [_] NO
(if yes, submit a Monthly CT Calculation Report to DDW in addition to plan)
# Service Connections: Population Served:

Coliform Sampling Frequency (# per week /month and rotation):

B. Sample Collection:
All water samples will be collected by:

Name of Laboratory:

Mailing Address:

State Lab Code: Phone Number: Fax Number:

The Laboratory was sent a copy of this plan on:

C. Map of System:

A map of the distribution system showing the source (well, spring, etc.), storage tanks, treatment facilities,

distribution piping, routine sample locations, and follow-up (repeat) sample locations is required. Have you
enclosed this map? []1YES [ ] NO
Explain:

D. Consecutive Systems:

Does your system purchase groundwater? []YES J NO

If yes, contact the wholesaler within 24 hours of notification of a TC+ Distribution Sample.
Wholesaler: Contact: Phone Number:
Wholesaler: Contact: Phone Number:

E. Wholesaler Systems:

Does your system sell groundwater? ] YES ] NO

If yes, collect source(s) samples within 24 hours of being notified by a consecutive system.
If source sample is fecal indicator positive, contact all consecutive systems within 24 hours*:

System: Contact: Phone Number:
System: Contact: Phone Number:
System: Contact: Phone Number:

*A Tier 1 notice is required for all fecal indicator positive source samples



TOTAL COLIFORM AND GROUNDWATER RULE MONITORING PLAN

F. Distribution Sample Locations:

The following describes each routine sample location. If the laboratory notifies of a positive coliform sample,
the routine, upstream, downstream, and sources will be sampled within 24 hours of being notified by the
laboratory of a positive coliform result. Sample tap type should be indicated (hose bib, etc.) . If the routine
sample location is positive, the source(s) affecting it will be sampled within 24 hours. Only sources in use
during the time of initial sampling will be required to be sampled (production log required):

Site 1 Routine Sample Location: Sources to sample:

Upstream Sample Location (within 5 service connections):

Downstream Sample Location (within 5 service connections):

Additional Sample Location (if collect 4 repeat samples):

Site 2 Routine Sample Location: Sources to sample:

Upstream Sample Location (within 5 service connections):

Downstream Sample Location (within 5 service connections):

Site 3 Routine Sample Location: Sources to sample:

Upstream Sample Location (within 5 service connections):

Downstream Sample Location (within 5 service connections):

Site 4 Routine Sample Location: Sources to sample:

Upstream Sample Location (within 5 service connections):

Downstream Sample Location (within 5 service connections):

Site 5 Routine Sample Location: : Sources to sample:

Upstream Sample Location (within 5 service connections):

Downstream Sample Location (within 5 service connections):

Site 6 Routine Sample Location: Sources to sample:

Upstream Sample Location (within 5 service connections):

Downstream Sample Location (within 5 service connections):

Attach additional sheets as needed.
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TOTAL COLIFORM AND GROUNDWATER RULE MONITORING PLAN

G. Follow up to positive samples

If more than one ROUTINE sample is total Coliform positive or there is an E.coli positive sample, notification
will be given to the State Water Resources Control Board, Division of Drinking Water, San Bernardino District,
within 24 hours at (909) 383-4328. If necessary, please reference the emergency contacts listed on the
District's most recent Emergency Notification Plan.

If the REPEAT bacteriological sample in the distribution system is E. coli positive, REPEAT samples for an E.

coli positive are total coliform positive, or the water system does not test for E. coli in the REPEAT sample, the
system must conduct Tier 1 public notification and notify the Division within 24 hours of being notified of the E.
coli positive source sample result.

A Level 1 Assessment performed by the public water system will be triggered if:

e A system collecting fewer than 40 samples per month has 2 or more TC+ routine/repeat samples in the
same month.

» A system collecting at least 40 samples per month has greater than 5.0% of the routine/repeat samples
in the same month that are TC+.

¢ A system fails to take every required repeat sample after any single TC+ sample.

A Level 2 Assessment performed by the state will be triggered if:
e A system incurs an E. coli MCL violation
¢ A system has a second Level 1 Assessment within a rolling 12-month period

If a public water system for which fewer than five routine samples/month are collected has one or more total-
coliform positive samples, the water supplier shall collect at least five routine samples the following month.

H. Routine Raw Water Sampling:

Is water continuously treated with chlorine? [] YES [ ] NO

Systems which provide continuous chlorine treatment should take samples of water prior to the addition of
chlorine (raw water samples) at least on a quarterly basis. Surface water sources or groundwater under the
influence of surface water are required to sample that raw source monthly for total coliform and E.coli using

density analysis per 22 CCR 64654.8. Please list below the sources which are continuously treated and the
months when raw water samples will be taken:

Months sampled:

Months sampled:

Months sampled:

Months sampled:

OhrwON -~

: Months sampled:

*

Attach additional sheets if needed.

|. Submittal

Report Prepared by:

Signature: Date:

Page 3 of 3
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State Wuter Resources Contrel Board

Division of Drinkmy Water

MONTHLY SUMMARY OF REVISED TOTAL COLIFORM RULE DISTRIBUTION SYSTEM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

m Name

FALDUALE. SERVVE (O

j‘:}yz_mxumm
CA \.D. ¥ 30i-002}

Sampling Period
v M AM w20\
Number Number Number Total
Required Collected Coliform Positives Number E.coli Positives

1. Routine Samples (sce note 1)

i

v O

2. Repeat Samples following samples that are Total Coliform
Positive and E.coli Negative (see notes 10 and 11)

3. Repeat Samples following Routine Samples that are
Total Coliform Positive and E. coli Positive

(see notes 10 and 11)

4. Treatment Technique (TT)/MCL Violation Computation
for Total Coliform/E. coli Positive Samples

a. Totals (sum of columns)

ogs=

- 0
O O
K O

b. If 40 or more samples collected in month, determine

percent of samples that are total coliform positive
[(total number positive/total number collected) x 100]

D
4 A

0 «

c. Did the system trigger... a Level 2 Assessment TT?
(sce notes 2, 3, 4, 5 and 6 for trigger info)
Ifa Level 2 Assessment is triggered, see note 8 below.
a Level 1 Assessment TT?
(see note 7 for trigger info)
'a Level | Assessment is triggered, see note 9 below.
5. Triggered Source Samples per Groundwater Rule
(see notes 12 and 13)
6. Invalidated Samples

VKo

| IYes

[Ses

[ No.

L

0

2

(Note what samples, if any, were invalidated; who authorized the invalidation; and when replacement samples

were collected. Attach additional sheets, if necessary.)
7. Summary Completed By:

Signature

@557%)‘

Title

QUPER I NTEN DENT

i

NOTES AND INSTRUCTIONS:
1. Routine samples melude:

0. Samples requirced pursuant to 22 CCR Scetion 64423 and any additional samples required by an approved routine sample siting plan cstablished pursuant to 22 CCR Scction 64422,
b. Extra samples are required for systems collecting less than five routine samples per manth that had one or more total coliform positives in previous month;
c. Extra samples for systems with high source water turbidities that are using surface water or groundwater under direct influence of surface water and

do not practice filtration in compliance with regulations;

(]

requires immediate notification to the Division (22, CCR, Scction 64426.1).

w

requires immediate notification to the Divisien (22, CCR, Scction 64426.1).

- Note: For a repeat sumple following 4 totul coliform positive sample, any E.coli positive repeat (hoxed entry) constitutes an MCL violation and

. Note: For repeat sample following a E.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and

4. Note: Failure to take 2]l required repeat samples following an £. coli positive routine sample (22, CCR, Section 64426, 1) constitutes an MCL violation and

requires immediate notification to the Division (22, CCR, Section 64426.1).

5. Note: Failure to test for E. coli when any repoeat sample tests postive for total coliform (22, CCR, Section 64426, 1) constitutes an MCL violation and

requires immediate notification to the Division (22, CCR, Section 64426.1).
6. Note: Second Level | treatment technique trigger in a rolling 12-month period.

7. Total coliform Treatment Technique (TT) Violation (Notify Department within 24 hours of TT vialation):
a. For systems callecting less than 40 samplcs, if two or more samples are tofa! coliform positive, then the TT is violated and a Level | Assessment is required.
b. For systems collecting 40 or more samples, il mare than 5.0 percent of’ samples collected are total coliform positive, then the TT is violated and a Level | Assessment is required.
8. Contact the Division as soon as practical to arrange for the division to conduct a Level 2 Assessment of the water system. The water system shall complete a Level 2 Assessment

and sumbit it to the Divisivn within 30 days of learning of the trigger exceedance.

9. Conduct a Level 1 Assessment in accordance with as soon as practical that covers the minimum elements (22, CCR, Section 64426.8 (a), (2). Submit the report to the Division

within 30 days of lcaring of the trigger exceedance.

10. Positive results and their associated repeat samplos are to be tracked on the Coliform Monitoring Workshect.

I1. Repeat samples must be collected within 24 hours of being notified of the posilive results. For systems collecting more than one routine sample per month, three repeal samples
must be collected for cach total coliform positive sample. For systems collecting one or fewer routine samples per month, four repeat samples must be collected for each total coliform
positive sample. At least three samples shall be taken the month following a total coliform positive.




COLIFORM MONITORING WORKSHEET

Page

\

of

\

( COMPLETED FOR POSITIVE ROUTINE SAMPLES, ALL REPEAT SAMPLES, AND ALL TRIGGERED SOURCE SAMPLES)  Report Month EM L\_J: Year. ‘LD[ l

Routine Samples °

Repeat Samples °

Triggered Source Samples °

TCH Repeat 5 g Caliform Resuits (Check one box)

TC+ Sample | "E. cofi - Repeat Sample Site Source | Groundwater Source(s) | T |2 coff
Sample | sielb | Resuls Bl it 10 N TS AND | Sampie Date Sampled Results | Results
Y (BT [ TS Dr. X 2l Sﬂ%\xm - ¢ £)

o X h L ™
)6l D | /O PIILd Talls Del | ERSHSINTAVIV Y e I e
mS ' “5\!’1 111481 (,HSln_ X (+ 1)) i)
k| 17 {412 §7Ms D[ Y LIRS RLTES!
5 116 1 [PARI Ruadus Lal Y CIES) REES|
(+1-) = CIED)] NEXED)
3 LX) NEXES)
4 (* 1)) {+1-)
Snowd Sl Il 4 (1) (rio)
5\[5‘”0(83’\L (+O) 5\,‘\‘]\‘0 Aeek )( LS NESES!
WO 2 iyl (s 1)
4 (+/ -} {(+/-)
1 (+1-p(+/-)
(+1-) 2 (+/-)4 (+1-)
3 (+ 1= (+1-)
4 (+ 1) (+7-)
1 (+/-)8 (*/-)
(+1-) 2 (+7-)§ (+7-)
3 (=1 (+7-)
4 (+ /=) (+7-)
i (#1-)f(+7-)
(+/-) 2 (2 l-) (+1-)
3 (0= (+1-)
4 (v - (+1-)
1 (r /-3l (+1-)
(+1-) 2 (i = )R perls )
3 (+ 1 (+7-)
4 (+/-) (+/-)
1 (+ 1) (+1-)
(+1-) 2 CAER) NETES)
3 R ES] NEVES)
4 (+/7-)f (+/-)
1 aEe] NEXED)
(+1-) = LIRS NETES)
3 (1)) (+1-)
4 (+1 -] (+7-)

Comments:

NOTES AND INSTRUCTIONS:

6. Repeat samples must be collected within 24 hours of being notified of the positive results. For systems collecting more than one routine sample per month, three rapeat samples
must be collected for each total coliform positive sample. For systems callecting one or fewer routine samples per month, four repeat samples must be collected for each total coliform

positive sample.

8. For triggered sample{s) required as a result of a total celiform routine positive sample, an E.coff, enterococd, or coliphage positive triggered sample (boxed eniry) requires
immediate notification to the Department, Tier 1 public notification, and corrective action.

9. Also include any data for posilive samples that occurred in the previous month that led to repeat monitoring cccurring in the reporting month.
Include localion and indicate if the routine sample was either positive or negative for E.coli or Fecal Coliforms.
10. For systems serving < 1000 persons that collect one or fewer routine samples per month, a triggered source water sample may be used as the fourth repeat, as noted
in an approved plan, if E. coll was the indicator used, Show result in GW source column oo,

11. The Department recommends using E. colf (see note 8). If enterococci or coliphage is used, note which in the comment box below,

12. Clrcle the appropriate result,

Abbreviations: TC = Total Coliform,

FC = Fecal Caliform, EC=E. coli




Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Client: Fallsvale Service Co. Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-3896
Forest Falls CA, 92339 Fax:
System: 3610021
Project: Routine

Sub Project: Microbiology

Sampler: Joaquin Baeza

Sampled: 05/15/17

Received: 05/15/17 13:45

Reported: 05/17/17

RESULTS
Laboratory Sample  Sample Total Coliform E. Coli
D Time  Location P/A P/A

17E1312-01 11:01 Big Falls Well A A
17E1312-02 55 B 41304 Falls Dr P[1] A
17E1312-03 11:.27 Snow Creek Well P[1] A
17E1312-04 11:40 40987 Falls Dr A A

I = Notified Joaquin 5/16/17, 1257

=% nl._

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Client: Fallsvale Service Co. Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-38%6
Faorest Falls CA, 92339 Fax:
System: 3610021
Project: Routine

Sub Project: Microbiology

Sampler: Joaquin Baeza

Sampled: 05/16/17

Received: 05/16/17 16:28

Reported: 05/18/17

RESULTS
Laboratory Sample  Sample Total Coliform E. Coli
ID Time  Location P/A P/A

17E1514-01 14:40 41304 Falls Dr P[1] A
17E1514-02 15:10 Snow Creek Well P[1] A

1 = Notified Joaquin 5/17/17, 1446

=% nl._

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Client: Fallsvale Service Co. Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-3896
Forest Falls CA, 92339 Fax:
System: 3610021
Project: Routine

Sub Project: Microbiology

Sampler: Joaquin Baeza

Sampled: 05/17/17

Received: 05/17/17 17:05

Reported: 05/19/17

RESULTS
Laboratory Sample  Sample Total Coliform E. Coli
1D Time  Location P/A P/A

17E1680-01 15:56 41304 Falls Dr P[1] A
17E1680-02 15:59 9398 Quercus Ln P[1] A
17E1680-03 16:18 Snow Creek Well A A

1 = Notified Joaquin 5/18/17, 1531

=% Nl _

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.
Celebrating 50 Years of Analytical Service 1967-2017

Client: Fallsvale Service Co. Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-3896
Forest Falls CA, 92339 Fax:
System: 3610021
Project: Routine

Sub Project: Microbiology

Sampler: Joaquin Baeza

Sampled: 05/18/17

Received: 05/18/17 13:30

Reported: 05/22/17

RESULTS
Laboratory Sample  Sample Total Coliform E. Coli
ID Time  Location P/A P/A

17E1746-01 20:06 41304 Falls Dr A A
17E1746-02 20:12 9398 Quercus Ln A A

=% nl._

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Celebrating 50 Years of Analytical Service 1967-2017

Client: Fallsvale Service Co. Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-3896
Forest Falls CA, 92339 Fax:
System: 3610021
Project: Routine
Sub Project: Microbiology - General Physical
Sampler: Joaquin Baeza
Sampled: 05/25/17
Received: 05/25/17 11:26
Reported: 05/30/17
RESULTS
Laboratory Sample  Sample Total Coliform E. Coli
1D Time  Location P/A P/A
17E2202-01 9:55 41304 Falls Dr A A
17E2202-02 10:17 40881 Falls Dr A A

=% n-_

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

Client:

Celebrating 50 Years of Analytical Service 1967-2017

CL-SB

Fallsvale Service Co. Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-389%6
Forest Falls CA, 92339 Fax:
System: 3610021
Project: Routine
Sub Project: Microbiclogy - General Physical
Sampler: Joaquin Baeza
Sampled: 05/25/17
Received: 05/25/17 11:26
Reported: 05/30/17
RESULTS
Laboratory Sample  Sample Apparent Color  Odor Threshold Turbidity
D Time  Location Color Units TON NTU
17E2202-01 9:55 41304 Falls Dr <3.0 1 03

=% nl-_

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Client:

Celebrating 50 Years of Analytical Service 1967-2017

Fallsvale Service Co.

CL-SB

Contact: Paul Forgues
41304 Valley of the Falls Phone: (909) 794-3896
Forest Falls CA, 92339 Fax:
System: 3610021
Project: Routine
Sub Project: Microbiology
Sampler: Not Listed
Sampled: 06/01/17
Received: 06/01/17 08:30
Reported: 06/05/17
RESULTS
Laboratory Sample Sample Total Coliform E. Coli
ID Time  Location P/A P/A
17F0152-01 7:14 Snow Creek Tank #1 A A

=% nl._

Gregory Nelson

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088
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